
‭HVAC - Commercial - Interim Inspection‬

‭This inspection is required before concealment (drywall, T-bar, shafts, in-slab duct) of installed HVAC‬
‭systems.‬

‭Prepare‬

‭Learn about‬‭how to prepare for your inspection‬‭.‬

‭Check‬

‭The following are the most common items audited during this inspection. However, the list is not exhaustive.‬
‭The work must meet all the applicable codes and standards.‬

‬
‬
‭HVAC systems are installed, and framing is complete‬
‭All fire closures and smoke dampers are in place‬
‭All systems are sealed and insulated where required‬

‭Content subject to periodic update.  Ensure use of the most recent version. February 15, 2024‬

https://edmonton.ca/commercialinspections

